DELUGE NOZZLE ALERT

Type: termed as Constant Flow Nozzle or VCS.

Suppliers:  Norfass/Kidde Offshore or GW Sprinkler A/S

Project : BAYU- UNDAN PROJECT

By: H.Hassan : Project HSE Specialist.

Date 01/09/03

SEE ATTACHED DIAGRAM.

Please be advised that deluge nozzle type Constant Flow also termed the VCS nozzle have been found to contain faulty K ring inserts (item 2) that have dislodged during testing and have blocked nozzle flows. This has occurred during deluge testing with the offshore firewater pumps.

The main issue has been with the two small grub screws (item 7 ) holding in the K ring insert. The pump pressure has forced the ring to the outer edge of nozzle against the deflector that has shut off the flow. This failure has occurred with pressures in excess of 6-7barg. 

The diagram represents the proposed modification of the supplier with a groove added to the insert ring. The supplied rings had no groove but were smooth surfaced.

The project is considering other options to secure K ring than the one suggest here by supplier.
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SEE PART LIST NO.: 140301 (ALU. BRONZE)

SEE PART LIST NO.: 140302 (GUN METAL)
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GW Sprinkler AIS VCS %" assembled
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